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OVERAL BUILDING PLAN
SCALE: 1/8" = 1'-0"
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1

A ENLARGED ELEVATOR LOBBY PLAN
SCALE: 1/2" = 1'-0"

SCALE: 3/16" = 1'-0"
ENLARGED RESTROOM CORE PLANB

11/03/04FOR FINAL REVIEW2

SPRINKLER HEAD (DEFERRED  SUBMITTAL)

STROBE/HORN - REFER TO FIRE ALARM DRAWINGS

SPEAKER - REFER TO A/V DRAWINGS

F

S

SMOKE ALARM - REFER TO FIRE ALARM DRAWINGSSD

13 DASHED LINE INDICATES SMOKE
COMPARTMENTALIZED AREA. ALL
PARTITIONS AND SOFFITS TO CONTINUE
TO UNDERSIDE OF STRUCTURE. REFER
TO DETAILS

11

12

LINE OF DUSTWORK ABOVE PROVIDE GYP.BD.
WRAP AT DUCT - SEE DETAIL 13/A8.9

LINE OF CABLE TRAY ABOVE.

GE REFRIGERATOR MODEL NO. GTS221BMWW-
WHITE ON WHITE

10

9 DISPLAY REFRIGERATOR: BEVERAGE - AIR
MODEL NO. MT27-W WHITE FINISH

8 SHREDDER BINS - N.I.C.

H.

I.

J.

K.

L.

+ 0'-0"
A.F.F.

CONTROL POINT FOR CEILING
GRID
CEILING HEIGHT ELEVATON
ABOVE FINISHED FLOOR
(A.F.F.)

WALL SCONCE REFER TO
ELECT. DRAWINGS

KEYNOTES

M.

N.

FOR FURTHER INFORMATION REFER TO MECHANICAL,
ELECTRICAL AND PLUMBING DRAWINGS

PROVIDE 20 GA. x 6" WIDE BLOCKING FOR ANCHORAGE
AT PARTITION MOUNTED ACCESSORIES, WHITE BOARDS,
MILLWORK ETC. BLOCKING TO SPAN A MIN. OF 2 STUDS,
ATTACH TO STOPS WITH MIN. 2 SCREWS EA. STUD.

O. FOR TYPICAL DEVICE, SWITCH AND OUTLET ALIGNMENT
REFER TO DETAIL 3/A8.3 AND 4/A3.3

REFER TO INTERIOIR ELEVATIONS FOR DIMENSIONS OF
REVEALS, FIRE EXTINGUISHER CABINETS, SIGNAGE AND
WALL SCONCES.

FURR OUT EXISTING SHAFT/CORE WALL W/
5/8" GYPSUM BOARD OVER 3 5/8" METAL
STUD FRAMING

7

6 FLOURESCENT LIGHTING MOUNTED AT
UNDERSIDE OF UPPER CABINETS

EXIT SIGN- CEILING MOUNTED
DOWN LIGHT

LINEAR SUPPLY DIFFUSER

PENDANT WALL WASHER

PENDANT LIGHT FIXTURE

WALL WASHER LIGHT
FIXTURE

U.

GYPSUM BOARD CEILING

SPECIALTY METAL CEILING

2'x 2' LAY-IN CEILING

ALL LIGHTS ARE DIMENSIONED TO CENTER OF FIXTURE
UNLESS NOTED OTHERWISE

REFER TO ELECTRICAL DRAWINGS FOR ALL LIGHTING

P.

FOR FURTHER INFORMATION REFER TO MECHANICAL,
ELECTRICAL AND PLUMBING DRAWINGS

EXHAUST GRILL

RETURN GRILL

SUPPLY GRILL

2'x 4' FLUORESCENT LIGHT FIXTURE.

INDIRECT PENDANT LIGHT FIXTURE.

2'x 4' LAY-IN CEILING

T.

S.

R. SOLID LINES INDICATE NEW CONSTRUCTION SCREENED
LINE INDICATED EXISTING CONSTRUCTION.

PROVIDE SEISMIC BRACING AT SUSPENDED ACT CEILING.
REFER TO DETAIL 2/A8.11.
ELEVATION OF CEILINGS TO BE +9'-6" A.F.F. UNLESS
NOTED OTHERWISE.

Q.

2 HR. RATED ENCLOSURE

1 HR. RATED ENCLOSURE

ADDITIONAL LAYER OF 5/8" GYP. BD. APPLIED
TO    EXIST. PARTITION AT BUILDING CORE.
REFER TO INTERIOR ELEVATION TYP.

TERMINATE ADDITIONAL LAYER OF 5/8" GYP.
BD.      1/2" FROM ADJ. PARTITION

5

4

3

2

1

FIELD COORDINATE LOCATIONS OF ALL ELECTRICAL
FLOOR BOXES BEFORE INSTALLATION.

G.

F.

E.

D.

C.

B.

CONTRACTOR SHALL, AT ALL TIMES, MAINTAIN THE
BUILDING IN A WEATHER TIGHT CONDITION.

VERIFY EXISTING CONDITIONS IN FIELD. REPORT
DISCREPANCIES TO THE ARCHITECT.

DIMENSIONS ARE FROM FACE OF PARTITION TO FACE OF
PARTITION UNLESS NOTED OTHERWISE.

SOLID LINES INDICATE NEW CONSTRUCTION SCREENED
LINE INDICATED EXISTING CONSTRUCTION.

REFER TO SHEET A9.0 FOR FINISH LOCATIONS

LINE OF BULKHEAD/ SOFFIT/CLG. ABOVE

OPEN TO STRUCTURE ABOVE. REFER TO FINISH
PLANS.

SYMBOL KEY GENERAL NOTES
SPECIALTY METAL CEILING CLG-1.

REFER TO SHEET A8.0

CR CARD READER

FEC SEE A0.2 FOR ADDITIONAL SYMBOLS, ABBREVIATIONS AND
PROJECT DATA

-
PARTITION TYPE

INTERIOR ELEVATION.1/ID1.1

REFER TO SHEET A7.0 FOR DOOR OPENINGS.

EXISTING WALL

STRUCT. GRID SHOWN IS EXIST. VERIFY DIMS. IN FIELD.

ALL GYP. BD. IN SHOWER ROOM AREAS TO BE WATER
RESISTANT.

FIRE EXTINGUISHER CABINET.

(E)

EXIT SIGN- CEILING MOUNTED

EXISTING  

A.

FLOOR SLAB MUST BE TESTED FOR MOISTURE CONTENT
PRIOR TO APPLICATION OF FINISH FLOOR. IF SLAB IS
FOUND UNSUITABLE, CONTRACTOR TO ADD MOISTURE
BARRIER PROTECTION AS RECOMMENDED BY FLOORING
MANUFACTURER.
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