
Unit 148Q Bldg 23 Doors - Damaged Surface (Holes/Paint/Rusting) 0.17 0.18
Unit 148Q Bldg 23 Electrical System - Missing Breakers (LT) 0.86 0.88
Unit 148Q Bldg 23 Kitchen - Range/Stove - Missing/Damaged/Inoperable 0.14 0.15
Unit 148Q Bldg 23 Kitchen - Refrigerator- Missing/Damaged/Inoperable 0.14 0.15
Unit 148Q Bldg 23 Windows - Inoperable/Not Lockable <0.05 <0.05

Building Exterior Bldg 36 Walls - Cracks/Gaps <0.05 <0.05
Building Systems Bldg 36 Elevators - Not Operable (NLT) <0.05 <0.05
Building Systems Bldg 36 Fire Protection - Missing/Damaged/Expired Extinguishers (LT) L3 0.06
Common Areas Bldg 36- Community Room Ceiling - Water Stains/Water Damage/Mold/Mildew <0.05 <0.05
Common Areas Bldg 36- Day Care Ceiling - Water Stains/Water Damage/Mold/Mildew L1 <0.05
Common Areas Bldg 36- Day Care Ceiling - Holes/Missing Tiles/Panels/Cracks L1 <0.05
Common Areas Bldg 36- Halls/Corridors/Stairs Ceiling - Holes/Missing Tiles/Panels/Cracks L3 L1 0.15 <0.05
Common Areas Bldg 36 Ceiling - Needs Paint <0.05 <0.05
Common Areas Bldg 36 Kitchen - Countertops - Missing/Damaged L1 <0.05
Common Areas Bldg 36- Lobby Ceiling - Holes/Missing Tiles/Panels/Cracks <0.05 <0.05
Common Areas Bldg 36- Office Ceiling - Water Stains/Water Damage/Mold/Mildew <0.05 <0.05
Common Areas Bldg 36 Ceiling - Holes/Missing Tiles/Panels/Cracks L3 L1 0.07 <0.05
Common Areas Bldg 36- Other Community SpacesCeiling - Water Stains/Water Damage/Mold/Mildew <0.05 <0.05
Common Areas Bldg 36- Other Community SpacesCeiling - Needs Paint L2 <0.05
Building Exterior Bldg 37 Foundations - Cracks/Gaps L2 0.2
Building Exterior Bldg 37 Roofs - Missing/Damaged Components from Downspout/Gutter L1 <0.05
Building Exterior Bldg 37 Walls - Missing Pieces/Holes/Spalling L2 0.1
Unit 66C Bldg 37 Lighting - Missing/Inoperable Fixture L1 <0.05
Building Exterior Bldg 38 Foundations - Cracks/Gaps L2 0.21
Building Exterior Bldg 38 Roofs - Missing/Damaged Components from Downspout/Gutter L1 <0.05
Building Exterior Bldg 38 Walls - Missing Pieces/Holes/Spalling L2 0.1
Unit 66C Bldg 38 Lighting - Missing/Inoperable Fixture L1 <0.05
Building Exterior Bldg 39 Roofs - Missing/Damaged Components from Downspout/Gutter L1 0.09
Building Exterior Bldg 39 Walls - Missing Pieces/Holes/Spalling L2 0.019
Unit 26 Bldg 39 Doors - Damaged Frames/Thresholds/Lintels/Trim (NLT) L3 0.1
Unit 26 Bldg 39 Doors - Damaged Hardware/Locks L3 0.17
Unit 26 Bldg 39 Doors - Damaged Surface (Holes/Paint/Rusting) L3 0.17
Unit 26 Bldg 39 Kitchen - Range/Stove - Missing/Damaged/Inoperable L3 0.58
Building Exterior Bldg 40 Roofs - Missing/Damaged Components from Downspout/Gutter L1 <0.05
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