97328


SAFETY ABATEMENT ENGINEERING PROJECTS

	Safety Finding Report Summary

	Finding Number:
	97328

	Location:
	JQX-LOC                  SGF SSC        

	Risk Assessment:
	Serious  

	Finding Condition:
	Electrical disconnect panel has less than the required 36 inch clearance.


	Engineering Summary

	Engineering Inspection Results:
	HVAC Relay box and associated controls are within the 36 inch clearance area in front of the disconnect panel.

	
	

	Engineering Solution:
	Move HVAC controls to the left hand wall (by “No Smoking” sign)

	
	

	Est. Material Cost:
	

	
	

	References:
	See photos below.

	
	

	
	


	Activity Record

	Date:
	Activity:

	5/21/04
	Engineering Completed
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